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ABSTRACT

The initial production test of the 18,000 British thermal units per hour trailer mounted air
condiiioner was conducicd at Absrdssn Proving Ground, Marylond, from 18 lenuary
through 22 April 1970 to determine the ability of the test items to withstand
erwironmental, transnortaticn, durability, capacity, and radio interference suppression tests,
The test was terminated by the United States Army Test and Evaluation Command before
all testing was completed. The tests started or completed before termination were the initial
inspection and servicing test; ths control and parformance tast; the refrigerant preesure and
leak test; the high temperature storage and operational test; the durabiltiy, maintainability
and reliability test; and the radio interference suppression test. The results on the completed
tests showed two deficiencies, six shortcomings, and one random failure. One deficiency was
that one of the units was received withou? a fire extinguisher. The aother deficiency was a
failure to start due to the faiture of the code A magneto. The shortcomings were: the
excessive vibration of the units, the inadequate range of two thermostats, the
improperly-adjusted high-pressure cutout switch, the improper engine technical manuals
received with the units, missing fasteners, and the faiiure of one generator frequency
converter. The random failure was the failure of an engine governor,

FOREWORD

Materiel Testing Directorate was responsible for conducting the tests and preparing the
report.

vi ‘ |




ABERDEEN PROVING GROUND
ABERDEEN PROVING GROUND, MARYLAND 21005

USATECOM PROJECT NO. 7-EG-175-018-003
FINAL REPORT ON INITIAL PRODUCTION TEST OF
AIR CONDITIONER, TRAILER MOUNTED,
18,000 BTU/HR, ELECTRIC MOTOR
DRIVEN, 50/60-CYCLE,
120/208-VOLT, 3-PHASE

16 JANUARY THROUGH 22 APRIL 1970

SECTION 1. SUMMARY

1.1 CACKGROUND

The test items were procured under contract DAAG11-68-C-1487. The applicable test
documents are MIL-A-52568A(ME), 3 January 1968, and MIL-A-11210E, 18 August 1966.
An ergineering design test {Reference 2} and a product improvement test {Reference 3)
were completed on these units by USATECOM in November 1966 and March 1969

respectively. The authorization for this test is given in Appendix !,

1.2 DESCRIPTION OF MATERIEL

The air conditioners have the following cl.aracteristics:

a.

Mechanical, Mumpackaged trailer mounted, 18,000 Btu per hr, 800 ¢fm, electnc
motor driven, with flexible ducts, and duct retainer rack.

Electrical. Drive motor, 50 to 60-Hz, 120 to 208-voits, 3-phase, powered by
military design gener=tor set, 5-kw, 60-Hz, GED, mounted on the same trailer.

1.3 TEST OBJECTIVES

The over-all objectives of the subject test are:

a.

To determine
requirements,

To determine if it is suitable for issue for Army use under the intent of AMCR
700-34, 3 April 1967.

if the subject air conditioner conforms to the purchase



1.4 SCOPE

The 18,000 Btu per hour, TRL MTD, EMD air conditioner ras tested by the Materiel

L . TP, Abanad Dol . i i
Testing UDiigoiorale at Aberdssn Proving Cround, Tho tacting wae torminatad hy

USATECOM (ref 111-7) after three months of testing had been completed. The tests were
being conducted on these units to determine compliance with requirements for use with the
following systems:

. AN/GRC-28 Radic Set.

b. AN/MCC-6 Telegraph, Telephone Terminal.

¢.  AN/MSC-29 Terminal, Telegraph Repair Shop.

d. Repair Shop, Instrument Repair Shop, Truck Mounted.

e. AN/MRC-29 Radio Relay Terminal Set.
The allocation of the units to the various tests and the sequence of testing are given in Table

1.4-1.

Table 1.4-1. Test Sequence

Alr
Conditioncr
Serial
No. ] Test Sequence
69301  “initial inspec- 3Controls and per-  2Durability, main-
tion and servicing  formance test, tainability and
test, reliability test.
69302  Initial inspece 3Controb, and per-  Cooling capacity Reftigerant mois-  Humidity
tion and servicing  formance test, and air Mow test, ture content test.  tost.
test.
69303 Initial inspec- 3Controls and per-  *Refrigerant pres  “High temperawure  *Radio interfor- Road
tion and servicing  formance test, sure and leak test.  storage and opera-  ence test, test.
test. tiona} test,

ATests started or completed before test termination.




1.5 SUMMARY OF RESULTS
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Initial Inspection and Servicing Test. All three units wara received with the
improper technical manual for the gasoline engine on the 5-kw generator. One
unit was received without a fire extinguisher, and two units were missing fasteners
{par. 2.1.4).

Controls and Performance Test. The thermostat ranges resorded were 62°F
through 91°F, 60.5°F through 91°F, and 64°F through 94°F on the units which
should have a range of 60°F through 90PF. The high-pressure cutout switch on
one unit functioned at 250 psig until properly adjusted to 280 psig. All other
controls functioned as specified {par. 2.2.4}.

Refrigerant Pressure and Leak Test. No significant leaks were recorded (par.
2.3.4).

High Temperature Storage and Operational Test. No defects were recorded as a
result of the high temperature storage at +155CF, and the unit operated
satisfactorily at +120°F (par. 2.4.4).

Durability, Maintainability and Reliability Test, The air conditioner operated for
1120 hours with one mission-aburting failure before the test was terminated {par.
1.4). These hours of operation were insufficient to make a determination as to the
degree to which the unit met the criteria {par. 2.5.4).

Radio interference Suppression Test. The air conditioner operated within the
allowable limits of MIL-STD-461A, Table A-l, Subtest ACE-2 and REOQ-2 (par.
2.6.4).

1.6 CONCLUSIONS

It was concluded that:

The air conditioner met all the requiréments of the high temperature storage and
operational test {par. 2.4), the refrigerant pressure and leak test {par. 2.3), and the
radio interference suppression test {par. 2.6).

The air conditioner failed to meet all the criieria of the initial inspection and
servicing test {par. 2.1}, the controls and performance test (par. 2.2), and the
durability, maintainability and reliability test {par. 2.5},

1.7 RECOMMENDATIONS

None.
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SECTION 2. DETAILS OF TEST

2.1 INITIAL INSPECTION AND SERVICING TEST

2.1.1 Objective

The objective was to aetermine if the unit as received was properly assembled and complete

with all on-board equipment.
2.1.2 Criteria
The criteria are:
a.  The trailer chassis shall have the following equipment on-board:
1) Generator set, 5 kw, with operator and maintenance manual.
2) Air conditioner with operator and maintenance manual.
3) Twé each flexible Jucts 15-feet long by 12-inches in diameter,
4) Rack for duct storage.
51 Fiv extinguisher.
6} Ground rod and ground wire.
7)  Canvas cover for the generator set.
0. . The on-board equipment shall be properly mounted and all hardware tightened.
2.1.3 Method a
The unit was 'e_xamined'for completeness of items and also to insure all components were
properly secured. Any defects were noted and corrected. ‘{'he generator set was serviced in
accordance with instructions found in the maintenance literature.
The air conditioner Was connected to the generator set for 120 to 208 vely, 3-phase, 4-wire
operation. The assembly was grounded and the generator set started. The air conditioner

was cnergized and checked for proper phasing {correct rotation of evaporator fan in the
ventilate mode).

¢
i
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2.1.4 Results

a.  Resuits of the inspection for the on-board equinment warae as tollaws:

1)

2)

3)

4)

5)

6)

7)

Generator set, 5-kw, with operator and maintenance manual, The gasoline
engine technical manuals received with all three units (TM-5-2805-204- 14
were for Model 2A042-4f and Mode! 4A084-11. The gasoline engine on the
5-kw gonerators received was Mode!l 4A042-111. All other gunerator
equipment was received on-board.

Air conditioner with nperator and maintenuice manual, Received on-board.

Two each flexible ducts 15-feet lung by 12-inches in diameter, Received
on-board.

Rack for duct storage. Received on-board.

Fire extinguisher, One unit (SN68302) was received without a fire
extinguisher.

Ground rod and ground wire. Received on-board.

Canvas cover for the generator set. Received on-board.

b. Results of the inspection for properly mounted on-board equipment and properly
tightened hardware were as follows:

1

2)

One unit (SN63301) was received with one panel fastener missing on one of
the duct adapters.

Ore unit {SN6S303) was received missing the bolt and nut that connect the

fander and storage box.

3}

Ali other equipment was 'broper!y mounted and tightened.

¢. The generators and the air conditioners operated satisfactorily.

2.1.5 Analysis

The air conditioner failed to meet the critiara of the initial inspection and servicing test.

One unit was received withoit a fire extinguisher. This was considered a deficiency because
it was a safety hazard. All three units were received with the improper gasoline engine
maintenance manual, and twu units were received missing fasteners. These incidents were

-




considered shortcomings because the units were still operational, but the failures would have

to be corrected to increase the efficiency and to render the equipment completely
serviceable.

2.2 CONTROLS AND PERFORMANCE TEST
2.2.1 Objective

The objective was to determine if the air conditioner had the required controls and that
they functioned as required.

2.2.2 Criteria
The criteria are:

a. A removable control panel will be iocated on the condenser blower section and
shall contain the following: o

1) Selector switch - a four-position (Off, Vventilate, Cooling and External
Control) switch.

2) A variable thermostat with a range of +60°F, or less, to 90°F, or more, to
control cycling of the condenser blower and the compressor.

b. A high-pressure cutout switch shall be provided in the compressor discharge line
to turn the compressor and condenser fan off when the condenser pressure
reaches 280 psig. The switch shall have a rese* switch iocated at the rear oi the
compressor section.

c. The temperature differential of the evaporator discharge and return air
temperature when measured at the end of the ducts shall not be less than 12°F.

2.2.3 Method

With power applied to the air conditioner and the selector switch set in the Cool position,
the evaporator fan was observed to note if it operated immediately. The thermostat was

" adjusted for maximum cooling to determine if the condenser fan motor started and, after a

short delav, the compressor started. The range of the thermostat was determined by
removing the thermostat bulb frem the air stream and immersing it in water at 60°F. it was
then determined if the unit operated in the cooling mode when the thermostat was adjusted
for maximum cooliny. The thermostat was adjusted for minimum cooling and the test was
repeated with the wiater temperature at 90°F. The high-pressure cutout was evaluated by
connecting pressure gages to the urit and operating the unit in the cooling mode. The
candenser air flow was restricted and the discharge pressure monitored for activation of the
cutout when the pressure reached 280 psig. The condenser air restriction was removed to

o A




determine if the reset switch functioned. The ducts were connected to the unit and the
thermostat set to maximum cooling position, and with appropriate instruments, the
temperature differential of the evaporator discharge and return air temperature was
measured, The measurement was made at the end of the ducts.

Lo o)
£

A S s 1 b
kot

=
i} HICAUILD

The units hsd a removable control panel with a four-position selector switch and
thermostat. The unit did have a high-pressure cutout reset switch located at the rear of the
compressor location. The results of the performance test are given in Tabie 2.2-1.

Table 2.2-1. Functional Test Data at Ambient Conditions -

Air Conditioner
Condition : SN69301 SN69302 _ SN69303

Ambient temperature, °F 70 77 78
Selector switch - cool and

Thermostat - max cool

Evaporator fan operate Yes Yes Yes

immediately

Condenser fan motor operate Yes Yes Yes

Compressor operate Yes Yes Yes
Thermostat range, °F 6291 60.5-91 64-94
High-pressure cut out actuation, 275 2250, 280 278

psig
Temperature differential between 20 20 22

evaporator return and dis-
charge air, °F

8After adjusting the high-pressure cut out switch.

2.2.5 Analysis
The air conditioner failed to meet the criteria of the controls and performance test.

Two units failed to have an adequate thermostat range and one unit failed to have the
high-pressure cutout properly adjusted. These incidents were considered shortcomings
because the units were still operational, but the failures would have to be corrected to
increase the efficiency and to render the equipment completely serviceable.




2.3 REFRIGERANT PRESSURE AND LEAK TEST

2.3.1 Obiective

The objective was to determine if the refrigerant system components and lines had been
assembied properly and had no leaks large enough to appreciably reduce the refrigerant
charge.

2.3.2 Criterion

The criterion is that the refrigerant system shall withstand pressures up to 300 psig and not
leak more than 4 ounces per year.

2.3.3 Method

The system was charged with a mixture of dry nitrogen and refrigerant to the specified 300

. psig pressure, A General Electric type H leak detector was used to measure the total leakage

rates of the entire system,

2.3.4 Results

No significant refrigerant leaks were detected on the air conditioner (SNS9303).
2.3.5 Analysis

The air conditioner met the criteria of the refrigerant pressure and leak test.

24 HIGH TEMPERATURE STORAGE AND UPERATIONAL TEST
2.4.1 Obijective

The objective was to determine if the test itern could be stored and operated under high
termperature conditions without detrimental effects.

24.2 Criteria
The criteria are:
a.  The test item shall be capable of withstanding storage conditions (+1559F).

b. The test item shall deliver satisfactory performance at +120°F for conformance
with hot-dry conditions outlined in AR 705-15, C1.




2.4.3 Method

Tha sanaratne 28¢ w83 ssiviced for the high iempéiaiuré exposure. The entire 1est unit was
subjected to a +155%F environment for 4 hours following stabilization at +165°F,
Following the storage phase the chamber temperature was decreased to +120°F and the test
unit inspected for any detrimental effects. The unit then was subjected to a +120°F
environiment and after stabilization, power was applied to the alr conditioner, The unit was
checked in each mode of aperation with the ducts attached. Duflng each mode of operation
the performance of the unit was determined by observations and monitoring cf refrigerant
pressures and pertinent temperatures. The opertational test included at least 1 hour of
oepration in the maximum Cool mode. The unit was then turned off for 15 minutes and
then again operated in the cooling mode.

2.4.4 Results

The results on the air conditioner {SN69303] are given in Table 2.4-1.

Table 2.4-1. High Temperature Storage at +155°F and Operational Test at +120°F

Condition Results Recorded
inspection after +155°F No defects recorded.
storage
Initial start up at +120°F
Start Yes
Generator operate satisfactorily Yes
Air conditioner - vent
Average inlet temp, OF +115
Average outlet temp, 9F +115
Air conditioner - max cool
Suction pressure, psig 58
Discharge pressure, psig 225

After 1 hour of operation
Air conditioner - max coo!

Average inlet temp, OF +116
Average outlet temp, OF + 87
After stop and 156 minute down period
Start Yes
Generator operate satisfactorily Yes
Air conditioner operate satisfactorily Yes
2.4.5 Analysis

The air conditioner met the criteria of the high temperature storage and operational test.

s




2.5 DURABILITY, MAINTAINABILITY, AND RELIABILITY TEST

261 Ohiactive:

The objectives were:

a. To determine if the trailer mounted air conditioner will exhibit durable and
reliable operation for an extended period.

b. To determine if maintenance and servicing as required can be performed without
difficulty on the trailer mounted unit.

2.5.2 Criteria
The criteria are that the test item:
a.  Shall operaté for not less than 3000 hours without failure or matfunctioning and

without requiring services or maintenance other than scheduled maintenance.
Durability test time in this case will be dependent upon the reliability test time.

b. Shall have a mission reliability of 95% for a mission duration of 24 hours at a 90%
confidence level.

¢. Shall be easy to service and maintain without the need of special tools, using the
procedures outlined in the maintenance literature.

2.5.3 Method

The air conditioner was connected to a heated inclosure with the flexible ducts. The test
was conducted in 24-hour missions which consisted of cyclic operation of the unit in the
maximum cooling mode. .

A sufficient number of missions were run in order to determine reliability,' For the

reliability determination a MBTF of 468 hours was used for the following test schedule,
Table 2.5:1:

Table 2.5-1. Test Schedule

Test Time, hrs Allowable Failurres
1078 0
1821 1
2490 2

10




The operational characteristics of the unit were monitored periodically to note any
deterioration of performance, The operational characteristics included refrigerant pressures,
aif EMpSTatiires at Svaporatss intske and diecharsa and ciht alass indieation,

Throughout the program a record was maintained of successful starts, failures to start,
services or maintenance performed which included time before stoppags, identitication of
service, time to repair (whether scheduled or unscheduled}, and any other difficulty
encouniered,

Any service or maintenance performed was performed in accordance with the instructions
outlined in the maintenance literature and the adequacy of the instructions noted,

25.4 Results

The unit operated for 1120 hours with one mission-aborting failure. This failure was due to
improper operation of the code A magneto, and caused the unit (SNB9301) to fail to start.
The magneto failure was due to improper contact points gap adjustment. The points were
not adjustable on the code A magneto (only one of the three units tested had this type of
magneto). The operational characteristics as monitored during the test are given in Table
2,511,

Table 2.5-11. Operational Characteristics, Averaged Data

Evaporator Evaporator
Suction Discharge Infet Outiet
Engine Sight Pressure, Pressure, Temperature,  Temperature,
hours Glass psig psig Of Of
Oto 50 Clear 23 . 79 - +72 +47
1050 to 1100 Clear 32 75 +91 +54

3No significant change between 50 and 1050 hours.

Table 2.5-111 gives the durability failures that occurred during the testing. Table 2.5-1V gives
the data recorded for use in calculating the reliability, mean time between failure, mean
time to repair, and availability. The test was terminated (par. 1.4} at 1120 hours. The
demonstrated reliability was 0.92 for a 24-hour mission time at the 80% confidence level.

No special tools were required for maintenance. The units were easy to service and maintain
using the procedures outlined in the maintenance literature.

1




Table 2.5-11, Durability Failures

Failure ~___ Repair Operation Time to Repair, hrs
Exhaust pipe clamp fracture Replace clamp 0.33
Qil filter hracket fractured None )
Center support bracket fracture  None .
Muffier bracket fracture Replace muffler and bracket 0.6
and exhaust pipe threads
stripped
Frequency converter failed Replace converter 0.75
Throwing oil Replace governor and oil 1.81
_ _ breather valve . SR
Failure to start Replace magneto 3.0
Table 2.5-1V. Reliability, MTBF, MTTR, and AvailabilityData?
Air Conditioner
Operation SN69301 SN6Q303 SN69302
Successful starts 107 10 5
Failures to start One None None
Successful operating hours 1120 10 55
Stoppage failures One None None
Approximate time to fix 3.0 None None
failures (hours)
Unscheduled maintenance (hours) bg.a9 b by
Scheduled maintenance (total
hours; No. of times per-
formed).
Daily preventive maintenance
Engine - generator - -9.5; 65 0.35; 2 0.17: 1
Air conditioner 11,85 0.41;2 0.20; 1
Quarterly preventive main-
tenance
Engine - generator 2.67;4 0:0 0;0
Air conditioner 1,4 0:0 0;0
Lubrication
Engine - generator 38,23 0.33; 2 0.167; 1
Air conditioner .- - o

2 ncomplete data due to test termination (par. 1.4).

Table 2.5-111.

12




2.5.5 Analysis

The air conditioner failed to meet the durability criteria of this subtest. No determination
could be made on the reliability and maintainability criteria of this subtest because the test
was terminated before the number of hours required to fully evaluate the results was
accumulated,

The code A magneto failure was considered a deficiency because the unit failed to operate.
Because the failure was due to improper contact points gap, and the points could not be
adjusted, this failure could be corrected by using a magneto with adjustable point gap.

The first five durability failures listed in Table 2.5-1i1 were considered shortcomings because
the unit was operational, but the failures would have t0 be corrected to increase the
efficiency and to render the equipment completely serviceable. The fractures of the exhaust
pipe clamp, oil filter bracket, center support hracket, and muffier bracket and the exhaust
pipe stripped threads were caused by excessive vibration. The failure of the frequency
converter either was caused by excessive vibration or was a random failure. The converter
was not disassembied to determine the cause and further testing could not be completed due
to test termination.

The oil being thrown out of the engine, recuiring replacement of the governor and oil
breather valve, was due to a manufacturer’s defect in the size of the oil hole in the governor
and for this reason was considered a random failure.

2.6 RADIO INTERFERENCE SUPPRESSION TEST

2.6.1 Objective

The objective was to determine if the air conditioners were properly suppressed to satisfy
the criteria requirement.

2.6.2 Criteria
The criteria are that:

a.  The conducted and radiated emissions of the test unit shall not exceed the
broadband limits- specified in MIL-STD-461A, Table A-1 for tactical
noncommunication electronic equipment.

b. The conducted and radiated emissions of the test unit shall not exceed the

broadband limits specified in MIL-E-55301 for tacticai noncommunication
electronic equipment.

13
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2.6.3 Method

The conducted and radiated emissions of the test unit were determined hy the prescribed
tast method REO-2 and ACE-2 as outlined in MIL-STD 461A. The test unit was tested in
accordance with the procedures in MiL-E-50301 Tor taviival NORCOIMMGTICALION &IBCITOMC
equipment in all areas in which it failed to maet the requirements of MIL-STD 461A, Table
A-1, The tast unit was onsrated in the cooling mode for all tests.

SToe s 1844,

264 FResults

The radiated and conducted RFI emissions were within the allowable limits specified in
MIL-STD-461A, Table A-1, subtests REQ-2 and ACE-2.

2.6.5 Analysis

The air conditioner met the criteria of the radio interference suppression test. The unit
operated within the limits specified in MIL-STD-461A, Table A-1, for tactical
noncommunication electronic equipment. Previous testing has shown that if a unit meets
the criteria of MIL-STD-461A, Table A-1, it will meet the criteria of MIL-E-65301. The
units are therefore considered to have met the criteria of MIL-E-55301.

14
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APPENDIX I - DEFICIENCIES AND SHORTCOMINGS

Teficiency

——

1.1 One of the three units
was received without the
required fire extinguisher
{par. 2.1.4}.

1.2 The air conditioner
failed to start during the
durability, maintainability
and reliabitity tesi

{par. 2.5.4).

Shortcoming

2.1 Excessive vibration
during the durability,
maintainability, and
reliability test caused
fractures in the 5 kw
generator frame, muf-
fler, and exhaust pipe
support brackets

(par. 2.5.4).

2.2 Two of the three ther-
mostats tested during the

1. Deficiencies

Suggested
Cotractive Adtion
inspect units for fire
extinguishers before
issue,

Replace the code A
magneto with a magneto
with adjustable puints.

2. Shortcomings

Suggested

Corrective Action

The center support bracket
should be inspected for
proper welding. The inuf-
fler should be mounted
with more rigid support
brackets so that its

weight will not cause
bracket failures, if

this is done, the

exhaust pipe bracket
should not need redesign,

Add inspections for the
thermos*at range to insure

controls and performance test better quality control.

did not have the required
range of +60°F to +90°F
{par. 2.2.4).

H-1

Remarks _

This was a safety hazard,

Not applicabie.

Remarks

The foliowing failures.
were caused by vibration.
The weld that connects
the center support bracket
to the frame cross member
fractured. The muffier
bracket fractured twice.
The oil fiiter bracket
fractured around the
mounting bolt that
attaches the magneto to
the engine. The exhaust
pipe threads were stripped
so they no longer held the
exhaust pipe on the muf-
fier. The exhaust pipe
bracket fractured.

Not applicable.

o
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Shortcoming

2.3 The high-pressure
cutout switch was improperly
adjusted when received

2.4 The gasoline engine
technical manuals raceived
were the improper manuals
(nar, 2.1.4).

2.5 Fasteners were missing
on two of the three units
when received (par. 2.1.4).

2.8 . The frequency conver-
ter in the 5 kw generator
control panel failed

on ape unit during the
reliability test -

{par. 2.5.4).

Random Failures

Suggested
_ Corrective Actio_n‘_ _

Remarks

Inspect for proper setting.
and adjust if required.

Issue supplements to the
technical manuals to update
for the new model engine,

Inspect for missing fas-

" taners and install new

fasteners as required.

Not applicable.

3. Random Failure

Suggested
Corrective Action

4.1 The engine was throw-
ing oil nut of the oil gage
rod cap and air cleaner
(par. 2.5.4).

Not applicable.

-2

Not apnplicable.

"Not applicabie.

This failure was due to
excess vibration of the

unit or was a random fail-
ure. The converter was
not disassembled to deter-
mine the cause, and further
testing on other units
could not be completed
due tc test termination
{par. 1.4).

Remarks

This was due to a manufac-

turer’s defect in the size
of the oil hole in the
governor.

o
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_Commanding Officer

APPENDIX 111 - CORRESPONDENCE

DEPARTMENT OF THE ARMY

HTAn G AR TG e ADAMAY TrEeY ARND L VAIIIATION CARMMANND !

j ABERDEEN FPROVING GROUND MARYLAND 21004

Am'm-ck. 135 0CT 1968

7-7-0805-03
SUBJECT: Test Directive, Initial Production Test of Mr conditioner,
Trailer Mounted, 18,000 BTU/HR, Electric Motor Powered, 50/60
Cycle, 120/206 Volts, 3-Phase;
Contract nAAcn-sa C-1487, USATECCM Project Number 7-7-
0800-03

Aberdeen Proving Ground
ATTN: STEAP-CO-P
Aberdeen Proving Ground, Md. 21005

1. References:

a. Letter, AMSME-QRT, USAMECOM, 2 October 1968, subject: Request
for Time and Cost Estimate for IPT of Air Conditioner, Traller-Mounted,
Electric Motor Driven, 18,000 BTU/HR, Contract No. DAAGL1-68-C-
1487, with four inclosures (Inclosure 1).

b. Contract DAAGL1-68-C-1487, dated 28 June 1968 (Inclosure 2).
c. Military Specification MIL-A-52568A(ME), dated 3 January 1968,

"Air Conditioncr: Trailer-Mounted, Electric-Motor-Driven, 18,000 BIU/
HR," (Inclosure 3).

d. Military Specification MIL-A-11210 E, dated 13 August 1966,
"Air Conditioners: Base Mounted, Self-Contained, Multipackage-Type,
Air-Cooled, mectric-uotor-nriven, 18, ooo-n'm/rm," (Inclosure &4).

2. Background:

a. The subject air conditioner is being procured
under contract DAAG11-68-C-1L487, a copy of which is inclosed
(Inclosure 2).

b. The applicable test specifications are Military Specification
MIL-A-52568A(ME), paragraph 4.4,2, and MIL-A-11210 E, paragraph U.lL,
table II, colum 4. Copies of thece specifications are inclosed
(Inclosures 3 and 4).
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AMSTE -GE 15 0CY 1968
T-7-0800-03
GURAJECT: Test Directive. Initial Production Teet of Adr Conditioner,
Trailer Mounted, 18,000 BTU/HR, Electric Motor Powered, 50/60
Cycle, 120/208 Volts, 3-Phase;
Contract DAAGLL-E8-C-1587, USATECM Projast Mumber 7-7-
0800-03

¢. HReference ]la requests a time and cost estimate for the aubject
teat apd also authorizes testing to proceed upon the arrival of proper
funding and the test items.

d. No previous UWATECM tests have been aceomplished on the subject
air conditioner.

e. The contractor has previously produced the 18,000 BTU/HR air
conditioner on another contract, but is a first-time producer of the
trailer mounted unit.

f. Systems with which the subject air conditioner is used are:

AN/GRC-26 Radio Set.

AN/MCC-6 Telegraph, 'Delephone Terminal .

AN/MS5C-29 Terminal, Telegraph Repair Shop

Repair Shop, Instrummnt Repair Shop, Truck Mounted

(
(
(5) AN/MRC-29 Radio Relay Terminal Set

W e D
N St St S St

3. Description of Materiel: The subject test will be accomplished on
two air conditioners having the following characteristics:

a. Mechanical: Multipackaged, trailer mounted, 18,000 BTU/HR,
800 CFM, electric motor driven, with flexible ducts and duct retainer
rack.

b. Electrical: Drive motor, 50/60 cycle, 120/208 volts, 3-phase,
povered by military design generator set, 5 KW, €0 cycle, GED, mounted
on same trailer,

L, Test Objectives: The overall okjectives of the subject test are
to determine if the subject air conditioner conforms to the purchase
requirements and if it is suitable for issue for Army use under the
intent of AMCR T00-34, dated 3 April 1967.

5. Responsibilities: Aberdeen Proving Ground will perform the subject
test upon receipt of the test items and proper funding from USAMECIM.
Aberdeen Proving Ground will forward a time and cost estimate to this
headquarters for approval and submittal to USAMECOM. This time and

11-2
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AMSTE-GE 15 0CT 1968
7-7-0800-03
SUBJECT: Test Directive, Initial Production Test of Air Conditioner,
‘frailer Nounted, 18,000 BNU/HR, Electric Motor Fowered, 50/60
Cycle, 120/208 Voits, 3-Phase;
0800 Contract DAAG11-68-C-1487, USATECOM Project Number 7«7«
=03

cost estimate will include a detailed plan of test, with all subtests
listed by noun name and any necessary explanstion of pass/fail criteria
included,

6. Coordination: Direct coordination is authorized between the
requesting agency (USAMECOM) and Aberdeen Proving Ground. It is
requested that this headquarters be apprised of any pertinent changes
or agreements and be furnished information copies of correspondence,
The cognizant person at USAMECOM is Mr. D. Fulk, Autovon 693, extension
2146. The contact at USAMERDC is Mr. R. Hursey, Autovon 851-1450, =
extension 45163,

T. Specis) Ingtructions:

a. Project Number. USATECOM project number 7-T-0800-03 is assigned
to this task, The STE form 1028 for this task is inclosed (Inclosure 5).

b. Priority. A test priority of 2 (SEA) is assigned to this task.

¢. Test Item Delivery Date. Two test air conditioners are
expected by Sepiember 1969. As part of the direct coordination author-
1zed, ARG will arrange with USAMECOM the shipping and disposition
addresses and imstructions necessary.

d. Maintenance Package, Appropriate specific comments will be made
by equipment performance reports on the adequacy of the maintenance =
-package furnished with the test items, including technical menuals,
repair parts complements, and special tools, if any.

e, Reliability and Maintainability. The following factors, as a
minimm, will be recorded in order to provide empirical numerical
values for reliability, mean time between failure (MIBF), mean time to
repair (MIMR), and aveilebility:

(1) Successful starts.

(2) Failures to start.

(3) Successful operating howrs.

(k) Stoppege failures.

(5) Aporoximate time to fix failures in hours.

"-3




AMSE -CE 150CT 1968
7-7-0800-03
SUBJECT: Test Directive, Initial Production Teat of Alr Conditisner.
Trailer Mounted, 18,000 BTU/HR, Electric Motor Powered, $0/60
Cvele, 120/208 Volts, 3<Fhase;
Oontract DAAOLY-68-C-1497, UCATECOR Froject Rumber T-Te
0800-03

{6) Unschedwled maintenance hours.

(7) Scheduled maintenance hours.

(8) Difficulty in performing maintenance operations, scheduled or
unscheduled.

These data will be kept on not only those tegt items specifically
intended for dursbility runs, dbut on all test items which are operated.

f. Transient Vibration and Road Test, The cubject air conditioner,
wvith its generator set power source, is already mounted on a 2-wheel
trailer; therefore, actual Munson road tests appear to be practical in
lieu of laboratory vibration simulations. If, for any reason, ledoratory
vibration tests must be done on compyonents of the assemblage, Interim
Pamphlet 70-T3 of TECP 700-700, 8 March 1967, will be used as the
laboratory vibration standard.

g. Suitability for Issue under AMCR 700-3L. Aberdeen Proving
Cround will submit recomsendations es to suitability of the air
conditioner for issue and the ratiocanale for the recommndation to this
headquarters,

h. For purposes of the reliability portion of this test, a gencerel
definition of a failure will be that found in Military Standard 721B,
25 August 1966. Failures will be recorded without regard tv the dir-
crepancies being later classified as either a deficiency or a short-
coming. Random failures only will be used in the calculation of reli-
ability as opposed to repeated failures for a known design shortcoming.
For maintainability, aside from the normal factors of MTIR and wmainte-
nance ratio, subjective statements on acceptability for minterarce and
general level of difficulty will bte useful. Deficiznt areas found in
previous testing will be commented on 38 to th® corrective action takxen
and vhether or not such amagures are adejguate.

i. An analysis of maintenance operations is desired on the sudject
air conditioner because it is a first tim* 2ntry into USATECOM testing.
This analyeis will be limited to maintenance operations made neceasary
by faillures or the necesgity for adjuntmemnts., No teardowns will be
made apecifically for maintenance azal jsis purposes, although comments
are expected on obvious difficultiss 1if such cperations are performed.
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AMSTE -GE 15 OCT 1968
7-7-0800-03
SIMISOR: Mot NMyestive Initial Draduntinn Teat of Alr Conditioner,
Trailer Mounted, 18,000 RTU/HR, Electric Motor Powered, 50/60
Cycle, 120/208 Volts, 3-Phase;
Contract DAAGLL-68-(C-1487, USATECOM Project Wumber T-T~
0800-03

8. fTest Plans and Reporta:

a. The plan of test for the subject item will be in sufficient
detail to allow USAMECIM to determine to its satisfaction that all
desired test objectives will be met. Those tesis deemed necessary to
provide a statement of sultability for issue under AMCR 700-34 will ve
included, The plan of test is to be forwarded to this headquarters for
approval on or before 1 April 1969.

b. Format of Reports. Test reports will be prepared in accordance
vith USATECOM Regulatioa 705-2, 28 Februsry 1966, and equipment perfor-
mance reports (EPR) vith USATEOM Regulation 705-4, 18 December 1967.

The final report will be in the form of & letter report. The recommenda -
tion for suitability for issue under AMCR 700-34 will be in a separate
letter.

¢. Equipment Performance Report and Final Letter Report Distri-
bution. Abereen Proving Uround will submit EFR and final letter
reyorts in the following quantities after approval of the letter report
by this hLeadquarters. A copy of the USATECOM suitability for issue
action letter will be attached to each report:

Final Report ER
G, USAMC, ATTN: AOMR 2
CG, USAMC, ATTN: AMOMA-VS 1
CG, USAMC, ATIN: AMCPM-MEP 2
CG, USAMECOM, ATTN: AMSME-QRT 6 6
CO, USAMERDC, ATTN: SMEFB-CO 't b
USA, Chicago Procurement Agency, 1
ATTN: AMXCH-FR, 623 S, Wabash Ave.,
Chicago, Ill. 60605 »
Defense Documentation Center 20
Dir, MEP FO 2
¥res, USAARERED, ATIN: STEEB-EN-E 1

Submit two copies of each ERR to Headquarters, USATECOM, as well as ten
copies of the final letter report for USATECIM approval action.

1"-s




AMBTE -GE

15 0CT 1968

7-7-0800-03
SURJECT: Test Directive. Initial Production Test of Air Conditionmer,

Trailer Mounted, 18,000 BIU/HR, Electric Motor Powered, 50/60
Cyele, 120/208 Volts, 3-Phase;
Contrach ﬁa iGQ‘ [Dvn-il-aﬁ W A SR Teen

0800-03 bt

SOT ) Praject Mishay 7-7-

A message interim report vill be rendered to this headquartiers,

upon completion of operstional testing, sumsarizing completed tests and
vhether satisfactory or unsatisfactory results vere obtained! from each

test.
pleted.

This report is expected within one week after testing is com-

9. Safety: Routine safety procedures for this cless of equipment will
be followed. Any unsafe or potentially unsafe conditions will be
reported ir detail. There are no known safety hazards in the design

of the subject set.
10. Security: The subject test progrem is unclassified,
FOR THE COMMAMDER:

-~

J peilione FIe bl
5 el L/t %)ﬁfﬁ 5 sstiedt
as /" Colonel, GS

Dir, GE Mat Test Dir

Copies furniched (w/o incl):

CG, USAMC, ATIN: AMOMR

CG, USAMC, ATTN: AMCPM-MEP
s AMOMA-VS

11-6




ﬁ DEPARTMENT OF THE ARMY ;
HEADQUARTENRS U 5 ARMY TEST AND EVALUATION cOMManND Mai Kiscer/pms/ i

O
4

AMSTE-GIS 21 AP sy

l

} ABERDEEN PROVING GROUND MARYLAND (1009 234-3350-4494 !

S: 2 .June 1970

SURIECT: Initinl Production Test of Air Conditioner, 18, 000 BTU/HR,
Electrie dMotor Driven, Contract No, DAAG-11-68-C-
1487, USATECOM Project No. 7-EG-175-018-003
(7-7-0800-03)

Commuanding Officer

Aberdeen Proving Ground

ATTN: STEAP-MT-D

Aberdeen Proving Ground, MD 21005

{. References:

a. Letter, AMSME-QRT, USAMECOM, 10 April 1970, subject:
Air Conditicner, 18,000 BTU/IIR, Trailer Mounted, USATECOM
Project No. 7-EG-175-018-003, Contract No. DAAG-11-68-C-
1487 (Inclosure 1).

" b. USATECOM Recgulation 70-24, 1 July 1969,

2, By inclosure 1, US Army Mobility Equipment Command requested
| that subject initial production test be terminated as of this date (10
April 1970) and that test units be returned to Granite City Army Depot.

3. Aberdecen Proving Ground is directed to terminate subject initial
production test cffective this date and forward the formal final report
to this headquarters, ATTN: AMSTE-GE, as soon as possible, but
not later than 2 June 1970,

4, The final report will be prepared in accordance with USATECOM
Regulation 70-24, dated 1 July 1969, Initial production test reports will
not include statements concerning suitability of items for release but
does not preclude inclusion of other recommendations. Statements con-
cerning suitability of an item for release and other pertinent statements
may be included in transmittal letters which forward test reports to this
headquarters.
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AMSTE-GE £1 APh iy

SUBJECT: Initial Production Test of Air Conditioner, 18, 000 BTU/HR,

Electric Motor Driven, Contract No, DAAG-~11-68-C-
1487, USATECOM Project No, 7-EG-175-018-003
(7-7-0800~03)

5,  Aberdecn Proving Ground will ship subject test units to Granite
City Army Depot as requested by paragraph 2 of basic letter (Inclosure
1). Test itums will be shipped as soon as possible, Mr. Don Fulk,
AMSME-QRT, Autovon 603-2145, should be notified by telcphone upon
shipment of test items.

6. STE Form 1189, reflecting test cancellation and report schedule
into TRMS, is inclosed (Inclosure 2).

FOR THE COMMANDER:

/4

o Ol
2 Incls QUELLEN D. BOLLER
as “"L Colonel, GS

Dir, GE Mat Test Dir

Copies Furnished (w/o incls):

CG, USACDC, ATTN: USACDC LnO (USATECOM)
CG, USAMC, ATTN: AMCRD-J

CG, USMC, ATTN: USMC LnO (USATECOM)
CG, USAMECOM, ATTN: AMSME-QRT

CO, APG, ATTN: STEAP-MT-RF (w/Incl 2 only)

1.8




DEPARTMENT OF THE ARNY
U 5 AHMY MOBILITY EQOUIPMERT COMMAHD

4300 GOODFELLOW BOus E'7ARD Mr. Fulk/lp/693-2145
ST LOUIS. MISSOURI 61130

SUBJECT: Adr Conditioner, 18,000 BTU/HR, Trailer Mounted, USATECOM
Project No, 7=EG-175«018-003, Contract No, DAAG-11-
68=C~1487

Commanding General

U. S. Army Test and Evaluation Command
ATTN: AMSTE-GE (Major Kiser)

Aberdeen Proving Ground, Maryland 21005

1. References:

a. Letter, AMSTE-CE, dated 5 March 1970, subj: Approved Change
No. 1 to Test Plan: Initial Production Test of Air Conditiocner, ‘railer
Mounted, 18,000 BT'U/HR, Electric Motor Driven, USATECOM Projeci No.
7-EG-175-018-CC> (7-7-0800-03). :

b. Telephone conversation between Major Kiser, TECOM, and Mr. Fulk,
MEOOM, 23 March 1970, subject as above.

2. This confirms referenced telephone conversation that IPT for sub-
ject items is requested to be terminated as of this Aate, and that
test units be returned to Granite City Army Depot. These trailer
mounted Air Conditicners were procured to satisfy RVN requirements.

A review of the use and distribution of trailer mounted 18,000 BTY
Air Conditioners in RVN has disclosed that shipments to that theater
have greatly exceeded all valid requirements for this equipment.

3. There is an urgent need for five stack, Electric Motor Driven,
18,000 BIU Air Conditioner. It has been determined that these
three, two stack units will be disacsembled and reconfiguced into
five stack assemblies.

4. Request we be advised when cancellation of subject test has
been initiated.

FOR THE COMMANDER:

C, Reliability Engr & Test Div
Directorate of Product Assurance
-9
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APPENDIYX IV - REFERENCES

Test Plan For Initial Production Test of Air Conditioner, Trailer Mounted, 18,000
BTU/HR, Electric Motor Driven, June 1969, with Change 1, 6 March 1870.

Letter, STEAP-DS-TF, 28 November 1836, Letter Report Mo. DPS-2222-(L) for
Engineer Design Test of Air Conditioner, Trailer Mounted, Generator-Sat-Powered,
18,000 BTU/HR; USATECOM Project No, 7-7-0801-01.

Letter, STEAP-MT-TF, 21 March 1969, Final Letter Report of Product Improvement
Test of Air Conditioner, Trailer-Mounted, Generator-Set-Powered, 18,000 BTU/HR.

1v-1
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AR
AMCR
B8tu

cfm

of

EMD

GED

hr

kw

max

MiL
MIL-STD
MToF
MTTR
psig

RF}

SN

temp

™

TRL MTD
USAMECOM
USATECOM

Homo oW 1w @ ook ononou keonououn

APPENDIX V - ABBREVIATIONS

Army Regulation

Armv Materiel Command Regulation
British thermal unit

cubic feet per minute
degiees Fanienhieli

electric motor driven
gasoline engine driven

hour

kilowatt

maximum

Military (as in specifications)
Military Standard

mean time between failures
mean time to repair

pounds per square inch, gage
radio frequency interference
serial numbter

temperature

technical manrual

trailer mounted

United States Army Mobility Egiipment Command
United States Army Test and Evaiuation Command

V-1
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APPENDIX VI - DISTRIBUTION LIST
USATECOM Project No. 7-EG-175-018-003

Addressee

Commanding General

US Army Test and Evaluation Command
Aherdeen Proving Ground, Maryiand 21006
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USATECOM PROUJECT NO. 7-EG-175-018-003
EINAL REPORT QN INITIAL PRODUCTION TEST OF
AIR CONDITIONER, TRAILER MOUNTED, 18,000 BTU
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10. CHSTRIBUTION STATEMENY

This document may be further distributed by any holder only with specific prior approval of
Commanding General, UUS Army Mobility Equipment Command, ATTN: AMSME.QRT

1. SUPPLEMENTARY NOTES 12. SPONIORING MILITARY ACTIVITY

None USAMECOM

13. ABSITHACT

The initial production test of the 18,000 British thermal units per hour trailer mounted air conditioner was
conducted at Aberdeen Proving Ground, Maryland, from 16 January through 22 April 1970 to determine
the ability of the test items to withstand environmental, transportation, durability, capacity, and radio
interference suppression tests. The test was terminated by the United States Army Test and Evaluation
Command before all testing was completed. The tests started or completed before termination were the
initial inspection and servicing test; the control and performance test; the refrigerant pressure and feak test;
the high temperature storage and operational test; the durabiltiy, maintainability and reliability test; and
the radio interference suppression test. The resuits on the completed tests showed two deficiencies, six
shortcomings, and one random failure. One deficiency was that one of the units was received without a fire
extinguisher. The other deficiency was a failure to start due to the failure of the code A magneto. The
shortcomings were: the excessive vibration of the units, the inadequate range of two thermostats, the
improperly-adjusted high-pressure cutout switch, the improper engine technical manuals received with the

units, miszing fasteners, and the failure of one generator frequency converter. The random failure was the
failure of an engine governor.
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